
%%U302 - TYPICAL VALVE INSTALLATION
302 - Valve (RSGV).dwg

WATERMAIN

8' MIN.
(2.44 m)

18"X 18" PRECAST CONC.
BASE MIN. 4" THICK

6/2015

\A1;5 1/4" DROP LID COVER MARKED "WATER"

\A1;R.S. GATE VALVE TYLER SERIES 6860 VALVE BOX AND # 6 BELL (OR APPROVED EQUAL)

\A1;CENTERING ADAPTOR WITH 3/4" RUBBER PAD (ATAPTOR INC, POWERSEAL OR APPROVED EQUAL)

VALVE BOX TO BE VERTICAL
AND STRAIGHT ALLOWING A 4"
PVC PIPE TO SLIDE FROM THE
TOP DOWN AND OVER THE
OPERATING NUT.
ADD OPERATING STEM
EXTENSION WHERE
NECESSARY TO BRING
OPERATING NUT TO 5 TO 9
FEET BELOW GRADE. ATTACH
WITH A MINIMUM OF TWO {}"
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